SECTION 00 91 12

ADDENDUM NUMBER 3

PARTICULARS

1.01 DATE: MARCH 24, 2021
1.02 PROJECT: WILLIAM HOOPER COUNCILL MEMORIAL
1.03 PROJECT NUMBER: B. C. NO. 2021152
1.04 OWNER: ALABAMA A&M UNIVERSITY
1.05 ARCHITECT: NOLA | VAN PEURSEM ARCHITECTS, PC

TO PROSPECTIVE BIDDERS

2.01 THIS ADDENDUM FORMS A PART OF THE CONTRACT DOCUMENTS AND MODIFIES THE BIDDING DOCUMENTS DATED FEBRUARY 9, 2021, WITH AMENDMENTS AND ADDITIONS NOTED BELOW.

2.02 ACKNOWLEDGE RECEIPT OF THIS ADDENDUM IN THE SPACE PROVIDED IN THE PROPOSAL FORM. FAILURE TO DO SO MAY DISQUALIFY THE BIDDER.

2.03 THIS ADDENDUM CONSISTS OF 2 PAGES.

CHANGES TO THE PROJECT MANUAL

3.01 GENERAL CLARIFICATION:

A. Fiberglass columns are not to be prefinished; they are to be field painted.

CHANGES TO THE DRAWINGS

4.01 SHEET A-1.1 – PERGOLA PLAN & DETAILS:

A. Add Memorial Plan - Electrical per attachment AD3-A1.1-01.

4.02 SHEET A-1.2 – PERGOLA DETAILS:


END OF ADDENDUM NUMBER 3
EXTEND EMPTY CONDUIT WITH PULL WIRE OUT THE FACE OF RETAINING WALL, COORDINATE WITH ARCHITECT PRIOR TO ROUGHING.

3/4"C EMPTY WITH PULL WIRE

3/4"C EMPTY WITH PULL WIRE, CONCEAL CONDUIT IN BRICK COLUMN

FUTURE RECEPTACLE +16" ABOVE FINISHED GRADE FLUSH MOUNTED IN BRICK. PROVIDE BLANK PLATE, COLOR MATCH BLANK PLATE TO BRICK COLOR. TYPICAL OF 2

STUB, CAP AND MARK ABOVE ACCESSIBLE CEILING FOR FUTURE LIGHTING

STUB, CAP AND MARK ABOVE ACCESSIBLE CEILING FOR FUTURE LIGHTING

3/4"C EMPTY WITH PULL WIRE

3/4"C EMPTY WITH PULL WIRE, CONCEAL CONDUIT IN BRICK COLUMN

BELOW GRADE PULLBOX, SIZE AS REQUIRED FURNISHED WITH ELECTRICAL COVER. TYPICAL OF 2

MEMORIAL PLAN - ELECTRICAL

SCALE: 1/8" = 1'-0"